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MINIMUM PIPE DIAMETERS REQUIRED BEFORE ANY
FITTING, VALVE, ELBOW ETC. PRIOR TO FULL PIPE OR
FLEXIBLE HOSE SIZE INTO BALVALVE-VENTURI.

MINIMUM PIPE DIAMETERS
FROM FITTING OR VALVE

HOSE OR PIPE OF ONE PIPE SIZE SMALLER THAN BVI

BUSHING OR REDUCER AT FLOW FTG.

BALVALVE-VENTURIS INSTALLATION INSTRUCTIONS

 CORRECT 
METHOD

 ACCEPTABLE
INSTALLATION

INCORRECT 
INSTALLATION

1/2” to 4” BVI


